
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 89-012

NPDES PERMIT NO. CA0037842

REISSUING WASTE DISCHARGE REQUIREMENTS FOR:

CITIES OF SAN JOSE AND SANTA CLARA
SAN JOSE/SANTA CLARA WATER POLLUTION CONTROL PLANT
SAN JOSE
SANTA CLARA COUNTY

The California Regional Water Quality Control Board, San Francisco Bay Region,
(hereinafter called the Board) finds that:

1. The Cities of San Jose and Santa Clara (hereinafter discharger) submitted an
NPDES permit application dated October 28, 1987, for reissuance and amendment
of waste discharge requirements under the National Pollutant Discharge Elimination
System, NPDES Permit No. CA0037842.

2. The discharger is currently subject to NPDES Permit CA0037842, (Order 85-16,
adopted February 20, 1985), and Time Schedule Order No. 85-123.

3. The discharger currently discharges an average dry weather flow of approximately
120 million gallons per day (mgd) from its advanced waste treatment (AWT) facility
at 700 Los Esteros Road, San Jose. Treatment facilities consist of screening and
grit removal, primary sedimentation, secondary (activated sludge) treatment,
nitrification (separate, second stage activated sludge) treatment, filtration,
chlorination, and dechlorination. Sludge is anaerobically digested and stored in
sludge lagoons and drying beds. After drying to about 50% total solids, the sludge
is stockpiled on site for reuse or ultimate disposal. The final phase of construction
for the Capital Improvement Plan (CIP) was completed in December 1986. The CIP
provided additional reliability improvements and expanded the capacity to 167 mgd
average dry weather flow, and 271 mgd peak hourly flow capacity. Approximately
10% of the influent wastewater is of industrial origin. The facility treats wastewater
from the Cities of San Jose, Santa Clara, and Milpitas; County Sanitation Districts
No.2 and 3; and the West Valley, Cupertino, Burbank, and Sunol Sanitary
Districts.

Treated wastewater effluent is discharged from the treatment plant into Artesian
Slough, (37deg 26min 06sec latitude - 121deg 57min 08sec longitude) tributary to
Coyote Creek and South San Francisco Bay, all waters of the United States.

4. The Board amended its Water Quality Control Plan for the San Francisco-Bay
Region (Basin Plan) on December 17,1986, and the State Water Resources Control






















































